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TARIFF/RGULATION AS TO FIRE HYDRANTS: 

1. KRS 278.040(3) provides as follows: 

"The commission may adopt, in keeping with KRS Chapter 13A, reasonable 
regulations to implement the provisions of KRS Chapter 278 and investigate the methods and 
practices of utilities to require them to conform to the laws of this state, and to all reasonable 
rules, regulations and orders of the commission not contrary to law." 

2. 
adopted Kentucky Administrative Regulation (KAR) 807 KAR 5:066, Section 10(2)(b), to-wit: 

Pursuant to KRS 278.040(3), The Kentucky Public Service Commission has 

(a) FIRE HYDRANTS may be installed by a utility ONLY if: (a) A professional engineer 
with a Kentucky registration has certified that the system can provide a minimum fire flow of 250 
gallons per minute; AND (b) The system supporting this flow has the capability of providing this 
flow for a period of not less than two (2) hours plus consumption at the makimum daily rate. 

(b) Subject to the provisions of (a) immediately above, the location, installation, and 
the responsibility for maintenance of fire hydrants, public and private fire protection facilities, 
connecting mains, and their ownership may be subject to negotiation between the utility and the 
applicant. Fire Hydrants and public and private fire protection facilities shall be installed as 
required by the utility and if owned by the utility shall be subject to any conditions the 
-commission may impose based upon the compensation received for this service. 

NOW, THEREFORE, at a regular meeting of the Board of Commissions of 
the Allen County Water District held on the 2nd day of February, 2009, the following 
TarifflRegulation was adopted, subject to the approval of the Public Service Commission of 
Kentucky, to-wit: 
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1. The Allen County Water District does not have the ability to provide fire protection 
within the area served by the Allen County Water District. Its "standard pressure" does not 
permit Allen County Water District to provide fire protection and/or f r e  hydrants except as 
hereinafter provided. 

2. No Fire Hydrant will be installed unless: 

(a) FIRE HYDRANTS may be installed by a utility ONLY if: (a) A professional engineer 
with a Kentucky registration has certified that the system can provide a minimum fire flow 
of 250 gallons per minute; AND (b) The system supporting this flow has the capability of 
providing this flow for a period of not less than two (2) hours plus consumption at the 
maximum daily rate. 

(b) Subject to the provisions of (a) immediately above, the location, installation, and 
the responsibility for maintenance of fire hydrants, public and private fire protection 
facilities, connecting mains, and their ownership may be subject to negotiation between 
the utility and the applicant. Fire Hydrants and public and private fire protection facilities 
shall.be installed as required by the utility and if owned by the utility shall be subject to 
any conditions the commission may impose based upon the compensation received for 
this service. 
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